Underground Temporary Service Guide

Caution High Voltage lines are in area of transformer. Kenergy's
Engineering Department will spot location to set temporary pole.

’_—I’//,-‘i" X 4" X 8 Treated post

Weatherproof power panel

All receptacles must be ground fault circuit protected
This also includes 240 volt receptacles. ’

1-1/4" PVC Conduit

Recommend conductors
#4 Copper or #2 Aluminum \ @ #6 Copper
it

8' of free conductors extending from condu
18" pole exposure . This will allow proper inspection

of the pole depth by Kenergy during construction.
Kenergy will complete backfill.

Kenergy
Transformer
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bt Listed 8 Ft ground rod and clamp.

NEC 250.56

Requires the resistance to ground to be 25 ohms or less.
————1If two ground rods are installed the test for 25 ohms

is not required. The two rods must be a minimum of
6 ft apart.
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